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This is a confidential report.  

2413 Pump Review. Pump to waterfall was improperly installed and disconnected at time of 
inspection. Suggest repairs/replacement as needed to prevent 
damage/deterioration.  

  

2414 Motor Serviceable.  
2415 Timer System Review. Exposed wiring noted. Insulation plate missing. This is a safety concern.  

Suggest further review by a qualified licensed electrician for repairs/replacement 
as needed to ensure safety.   

  

2416 Pool/Spa 
Comments 

Not Present.   
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This is a confidential report.  

POOL/SPA EQUIPMENT & AREA   

Step 
# 

Component  Comments 

2401 Decking Serviceable.  
2402 Walkways Serviceable.  
2403 Tile Serviceable.  
2404 Dive Board Not Present.  
2405 Handrails Not Present.  
2406 Fences/Gates Not Present.  
2407 Electrical System Review. Exposed/loose/hanging wires noted in pool panel,interior cover was 

also missing.  This is a safety concern if used where it could be subject to 
physical damage.  Client should consult with a qualified licensed electrician 
prior to closing for repairs/replacement as needed to ensure safety.  

 2.) Ground wire missing at flotec motor (Conduit also 
improperly installed).  This is a safety concern.  Suggest review by a qualified 
licensed electrician to ensure pool safety.    

2408 Lights Serviceable.  
2409 Receptacles Not Present.  
2410 GFI Serviceable. Responded to test. 
2411 Heater Review. Gas.  Base is rusted and/or corroded.  Suggest review by a qualified 

licensed pool contractor for repairs/replacement as needed to ensure safety.  

  

2412 Filter System Serviceable. No leaks noted at time of inspection. 
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This is a confidential report.  

BEDROOMS   

Step 
# 

Component  Comments 

2201 Location Serviceable. 1st floor 
2202 Floor Serviceable. Carpet.   
2203 Walls Serviceable. Paint.   
2204 Ceiling Serviceable. Paint.   
2205 Doors Review. Door will not lock at guest bedrooms. 2.) Damage noted at master 

bedroom entry. Suggest repairs/replacement as needed to prevent 
damage/deterioration.  

  

 

2206 Windows/Screens Review. Inoperable at rear center guest bedroom. Suggest repairs/replacement 
as needed to prevent damage/deterioration. 

2207 Electrical Serviceable.  
2208 Closets/Wardrobe Review. Ceiling damaged noted in master closet.(Active water leak noted from 

roof) Suggest repairs/replacement as needed to prevent damage/deterioration.  

  

 

2209 Heat Source Serviceable. Forced air register observed.   
2210 Fireplace Not Present.  
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This is a confidential report.  

MASTER BATHROOM   

Our focus in bathrooms is directed at identifying visible water damage and/or visible plumbing problems.  We may 
not always mention common faults such as stuck stoppers or dripping faucets.  If considered important, you 
should check these items independently.  Minor cosmetic issues such as common rust, corrosion and stains may 
not always be reported.  

Step 
# 

Component  Comments 

1901 Location Serviceable. 1st level.   
1902 Floor Serviceable. Tile.   
1903 Walls Serviceable. Paint.   
1904 Ceiling Serviceable. Paint.   
1905 Doors Review. Pocket door sticks at toilet area. Suggest repairs/replacement as needed 

to prevent damage/deterioration. 
1906 Windows/Screens Serviceable.  
1907 Electrical Review. Light fixture inoperable at time of inspection. Missing and exposed 

wiring noted. Suggest client verify proper operation prior to closing.   


